SYMBOL LEGEND

ADDRESSABLE MANUAL PULL STATION
ADDRESSABLE ANALOG PHOTOELECTRIC SMOKE DETECTOR
ADDRESSABLE DUCT SMOKE DETECTOR
SPRINKLER FLOW SWITCH
SPRINKLER TAMPER SWITCH
120VAC WEATHERPROOF AUDIBLE/STROBE (MOUNTED AT FDC)

NOTE 1: USE 520 HZ LOW FREQUENCY TONE IN COMPLIANCE WITH NFPA 72-2013
NOTE 2: MAINTAIN EXISTING SINGLE STATION SMOKE ALARMS IN APARTMENTS
FIRE ALARM CONTROL PANEL
SYNCHRONIZED STROBE DEVICE, WALL MT.
SYNCHRONIZED AUDIBLE/STROBE DEVICE, WALL MT.
SYNCHRONIZED STROBE DEVICE, CLG. MT.
SYNCHRONIZED AUDIBLE/STROBE DEVICE, CLG. MT.

NOTE 1: USE 520 HZ LOW FREQUENCY TONE IN COMPLIANCE WITH NFPA 72-2013
NOTE 2: MAINTAIN EXISTING SINGLE STATION SMOKE ALARMS IN APARTMENTS
FIRE ALARM CONTROL PANEL
SYNCHRONIZED STROBE DEVICE, WALL MT.
SYNCHRONIZED AUDIBLE/STROBE DEVICE, WALL MT.
SYNCHRONIZED STROBE DEVICE, CLG. MT.
SYNCHRONIZED AUDIBLE/STROBE DEVICE, CLG. MT.

SYMBOL LEGEND
ADDRESSABLE MANUAL PULL STATION
ADDRESSABLE ANALOG PHOTOELECTRIC SMOKE DETECTOR
ADDRESSABLE DUCT SMOKE DETECTOR
SPRINKLER FLOW SWITCH
SPRINKLER TAMPER SWITCH
120VAC WEATHERPROOF AUDIBLE/STROBE (MOUNTED AT FDC)

NOTE 1: USE 520 HZ LOW FREQUENCY TONE IN COMPLIANCE WITH NFPA 72-2013
NOTE 2: MAINTAIN EXISTING SINGLE STATION SMOKE ALARMS IN APARTMENTS
FIRE ALARM CONTROL PANEL
SYNCHRONIZED STROBE DEVICE, WALL MT.
SYNCHRONIZED AUDIBLE/STROBE DEVICE, WALL MT.
SYNCHRONIZED STROBE DEVICE, CLG. MT.
SYNCHRONIZED AUDIBLE/STROBE DEVICE, CLG. MT.

SYMBOL LEGEND
ADDRESSABLE MANUAL PULL STATION
ADDRESSABLE ANALOG PHOTOELECTRIC SMOKE DETECTOR
ADDRESSABLE DUCT SMOKE DETECTOR
SPRINKLER FLOW SWITCH
SPRINKLER TAMPER SWITCH
120VAC WEATHERPROOF AUDIBLE/STROBE (MOUNTED AT FDC)

NOTE 1: USE 520 HZ LOW FREQUENCY TONE IN COMPLIANCE WITH NFPA 72-2013
NOTE 2: MAINTAIN EXISTING SINGLE STATION SMOKE ALARMS IN APARTMENTS
FIRE ALARM CONTROL PANEL
SYNCHRONIZED STROBE DEVICE, WALL MT.
SYNCHRONIZED AUDIBLE/STROBE DEVICE, WALL MT.
SYNCHRONIZED STROBE DEVICE, CLG. MT.
SYNCHRONIZED AUDIBLE/STROBE DEVICE, CLG. MT.

NOTE 1: USE 520 HZ LOW FREQUENCY TONE IN COMPLIANCE WITH NFPA 72-2013
NOTE 2: MAINTAIN EXISTING SINGLE STATION SMOKE ALARMS IN APARTMENTS