1) DETECTOR DOUBLE CHECK OR RPZ DEPENDING ON HAZARD LEVEL – AS DETERMINED BY THE CITY
2) GATE VALVE
3) BALL VALVE
4) DOUBLE CHECK VALVE OR RPZ DEPENDING ON HAZARD LEVEL – AS DETERMINED BY THE CITY
5) 3/4” METER

A = PIPE DIAMETER MULTIPLIED BY A, A=5
B = PIPE DIAMETER MULTIPLIED BY B, B=2