ADDENDUM No. 3
ITB No. 4564
GEDDES DAM – GATE RECOATING AND REPAIRS

Bids Due: Tuesday, February 26, 2019 at 2:00 P.M. (Local Time)

The following changes, additions, and/or deletions shall be made to the Invitation to Bid for Geddes Dam – Gate Recoating and Repairs, ITB No. 4564, on which proposals will be received on/or before February 26, 2019 at 2:00 P.M. (local time).

The information contained herein shall take precedence over the original documents and all previous addenda (if any), and is appended thereto. This Addendum consists of one (1) page.

Bidder is to acknowledge receipt of this Addendum No. 3, including all attachments (if any) in its Bid by so indicating on page ITB-1 of the Invitation to Bid Form. Bids submitted without acknowledgment of receipt of this addendum will be considered nonconforming.

The following forms provided within the ITB document must be included in submitted bids:

- City of Ann Arbor Prevailing Wage Declaration of Compliance
- City of Ann Arbor Living Wage Ordinance Declaration of Compliance
- Vendor Conflict of Interest Disclosure Form
- City of Ann Arbor Non-Discrimination Ordinance Declaration of Compliance

Bids that fail to provide these completed forms listed above upon bid opening will be rejected as non-responsive and will not be considered for award.

I. QUESTIONS AND ANSWERS

The following Questions and Answers provide clarity about the project and requirements of the bid documents. Offerors are directed to take note in their review of the documents of the following questions and responses as they may affect work or details in other areas not specifically referenced here.

Question 1: Double checking on the requirements for SIB-1 (Supplemental Instruction to Bidders) is this required with bid or upon request post bid? If required with bid, do we need 4 copies or one?
Answer 1: Based on the language used in the ITB Document ("Bidders shall submit with their Bid..."); responses to SIB-1 should be provided with bids upon opening and ideally in the original and all copies of the submitted bids.

Question 2: Does a “gate arm” (S-301, Note 1) consist of both 5” pipes on each side of the gate, or just one of the two pipes on each side?
Answer 2: One “gate arm” consists of one (1) 5” pipe. There are four (4) gate arms per gate. Three (3) of these are now specified for replacement in the Base Bid Items, and five (5) are specified in the Bid Alternate Items (see BF-2a and BF-2b in Addendum #2).